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APPLICANT

REACTION TO FIRE CLASSIFICATION ACCORDING TO STANDARD                     
EN 13501-1:2018.

Material:
PVC additivated with mineral fillers pipes and fittings. 

Manufacturer:  

Reference:



Classification Report Nr
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CLASSIFICATION AND FIELD OF APPLICATION

CLASSIFICATION STANDARD

Reaction to Fire classification according to EN 13501-1:2018 standard. 

CLASSIFICATION

Product “PHONOBLACK” reaches the following classification

Reaction to fire classification

Fire behaviour
Smoke production Flaming droplets

FIELD OF APPLICATION

According to UNE-EN 13823:2011 standard, it has the following field of application. 

Classification obtained is valid for the following specimen's characteristic variations, without the need of 
further testing. 

Characteristic/Property Range allowed

Kind of product PVC pipes and fittings 

Substrate

Substrates of fibrecement with density equal or higher than 1350 kg/m3.
Substrateswith a euroclass A1 or A2-s1,d0, 


